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Abstract: This paper presents the results of transient torque simulations during start-up of permanent magnet synchronous motor for various initial 
rotor positions. The influence of input voltage on starting torque transients is also considered. Examples of applications for large electric drives are 
shown.  
 

Streszczenie: W pracy przedstawiono wyniki symulacyjnych obliczeń momentów podczas rozruchu silnika synchronicznego wzbudzanego 
magnesami trwałymi dla różnych kątów początkowych położenia wirnika. Wykonano obliczenia tych momentów dla różnych wartości napięć 
zasilających. Pokazano przekłady zastosowań takich silników w napędach elektrycznych dużej mocy. Właściwości i parametry silników 
synchronicznych z magnesami trwałymi. 
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1. Introduction 

Due to their high efficiency and almost unity power 
factor, direct starting motors (LSPMSM) with permanent 
magnets are a very good alternative to induction motors in 
electric drives [1, 4]. The application of permanent magnets 
in the rotor results in a deterioration of the starting 
properties in comparison to a classic induction motor. [3, 7, 
8, 10]. In the case of an induction motor start-up, the torque 
has a constant component dependent on rotational speed 
and an alternating component resulting from transition 
processes after starting. When the LSPMSM motor is 
running asynchronously, permanent magnets generate 
additional torque components described in [2, 5, 11]. An 
important operating problem for both types of machines is 
the value of the impact torque generated immediately after 
the motor is started. In the case of drives with high inertia, 
it is transmitted via a keyed connection to the motor shaft. 
This issue has been thoroughly investigated for induction 
motors, but has not been further discussed for LSPMSM 
motors. 

The article aims to present the properties and operating 
parameters of LSPMSM motors during start-up. 

2. Object under investigation 
The issues related to the alternating component were 
analysed using the field-circuit model of a four-pole 45kW 
LSPMSM motor, the geometry of which is shown in 
Figure 1. Basic parameters of this motor are presented in 
Table 1. 

 

 
Fig. 1. Field model of the LSPMSM motor under investigation 
(45 kW, 1500 rpm) 

3. Analysis of motor start-up characteristics  
The field-circuit model of the motor was built using 

software Maxwell 2D (v.16.2). In the simulations, the 
"transient" solution was chosen, allowing for modelling of 

the machine's operation at voltage extortion while taking 
motion into account, which best reflects the phenomena 
under consideration. Due to the analysis of starting 
characteristics, the static characteristic of the starting 
torque and its components was calculated: asynchronous 
torque on cage and braking torque generated by 
permanent magnets. The course of this characteristic is 
shown in Figure 2. 

Table 1. Parameters of permanent magnet synchronous LSPMSM 
motor  

rated power (Pn) kW 45 
rated voltage (Un) V 400 
rated current (In) A 68 
rotational speed (nn) rpm 1500 
power factor (cosn) -- 0,98 
rated efficiency (ηn) % 97,0 
rated torque Mn N m 32,1 
start-up current (Ir/In) -- 7,3 
initial start-up torque (Mr/Mn)  2,25 
minimum start-up torque (Mrmin/Mn) -- 1,35 

 

In steady state, the generated electromagnetic torque 
pulses in the range from minus 4Mn to plus 8Mn, and the 
mean value reaches as shown in Figure 2. 
 
3.1. Impact of the initial position on the impact torque 
value  

In the case of asynchronous machines, the impact 
torque value after start-up is independent of the rotor 
position. This is not the case with LSPMSM machines, as 
the impact torque is generated both from currents flowing 
in the rotor cage as well as from interaction with the 
magnet field, which depends on the position of the rotor in 
relation to the voltage vector at the moment of start-up. The 
results of electromagnetic torque calculations in the short-
circuit state (for blocked rotor) and different initial positions 
are shown in Figure 3a.  

Based on the presented results of the calculations (Fig. 
3), the maximum impact torque is dependent on the 
relative starting position of the rotor. In the most favourable 
position (ca. 0 deg), the maximum torque value is 
approximately 6 times higher than the rated torque and this 
is comparable to a typical induction motor. However, in the 
least favourable position (ca. 270 deg), the impact torque is 
about 13 times the rated torque. These differences are due 
to the undetermined component from the rotor cage, as 
after the aperiodic component has disappeared, both 
extreme cases will become equal as shown in Figure 3b. 
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Fig.2. Total asynchronous torque and its components for the 
LSPMSM motor under investigation (relative to rated torque) 

In practice, the power supply conditions do not have to 
correspond to the rated values. The value of the supply 
voltage may change and in the case of a network with a 
relatively low short circuit capacity, the voltage may drop 
during start-up. For this reason, the impact of supply 
voltage on the torque impactor during start-up has been 
investigated. The calculated dependency of the impact 
torque value on the supply voltage is shown in Figure 4. 

 

 
Fig.3. The course of the electromagnetic torque immediately after 
starting the LSPMSM motor under investigation (a) for different 
angles of the initial rotor position, (b) for a selected unfavourable 
rotor position.  

3.2. Alternating torque at start-up of a synchronous 
motor with permanent magnets  

The value of the alternating torque component depends 
on the rotational speed [2]. In order to show this 
phenomenon, calculations were made for the start-up of 
the motor under investigation. Figure 5 shows the course of 
electromagnetic torque and rotational speed at start-up 
with an assumed fan load and a moment of inertia about 10 
times greater than the moment of inertia for the rotor. 
The course of the torque demonstrates that after the 
transition component disappears, the alternating torque 
value reaches approximately 4xMn and over a wide speed 
range it changes only slightly. However, the frequency of 
these pulsations decreases significantly, which naturally 
results from the decreasing slippage along with the 
increase of the rotational speed. 
 

 
 

Fig.4. Dependence of impact torque multiplicity on the value of 
supply voltage for a synchronous motor with permanent magnets 

 
Fig.5. Time courses of the electromagnetic torque and starting 
rotational speed of the synchronous motor with permanent 
magnets 

4. LSPMSM applications for high power electric drives  
Using the results of the calculations and experience gained 
in designing permanent magnets synchronous motor, it 
was proposed to apply them in high-power drives. These 
motors are supplied with rated voltage U=6000 V. 

4.1. Main drainage pump drive in a mine 
Figure 6 demonstrates a picture of the pump drive of the 
main drainage system in an underground mine, and Table 
2 presents the basic parameters of the LSPMSM motor. 
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Table 2. Parameters of the permanent magnet synchronous motor 
used for driving a pump  

rated power kW 1 600 
rated current A 158 
rotational speed rpm 1 500 
rated torque kNm 10,2 
power factor --- 0,99 
efficiency % 98,7 
start-up current Ir/In 6,5 
initial start-up torque Mr/Mn 2,6 
minimum start-up torque Mrmin/Mn 1,7 
fixed increase in stator 
winding temperature   

oC 70 

 

Fig. 6. View of the main drainage pump drive in an underground 
mine  

High independence of power factor (passive energy 
supplied from permanent magnets) and efficiency should 
be emphasized in case of large load changes. (Fig. 7). 
 

 

 

 

 

 

 

 

 

 

 

 

Fig. 7. Dependence of the stator current, efficiency and power 
factor on the motor load 

 

Fig. 8. View of the main fan drive in an underground mine 

 

4.2. Main fan drive for an underground mine air 
conditioning 

Figure 8 shows a picture of the main fan drive with 
LSPMSM motor in an underground mine station. 

4.3. Ball mill drive  
Figure 9 shows a picture of the ball mill drive, and 

Table 3 shows basic parameters of the LSPMSM motor. A 
large number of poles (small rotational speed) of this motor 
is worth noticing. 

Table 3. Parameters of permanent magnet synchronous motor 
driving a ball mill  

rated power kW 630 
rated current A 63 
rated rotational speed rpm 187,5 
power factor cosn 0,99 
efficiency ηn 97,1 
rated torque Mn kNm 32,1 
start-up current Ir/In 7,3 
initial start-up torque Mr/Mn 2,0 
minimum start-up torque Mrmin/Mn 0,95 
fixed increase in winding 
temperature 

oC 70 

 
5. Conclusions 

Based on the calculations and experimental studies, it 
can be concluded that the value of alternating torque in 
asynchronous operation of the LSPMSM motor is an 
important operational issue. The impact torque in this type 
of motors is much higher than in induction motors, which 
should be taken into account when designing the 
mechanical design of the drive. This torque depends on the 
time of applying voltage. 

The results of the calculations are shown for a motor 
model with a rated power of 45 kW (Table 1), but 
calculations made for other machines, different powers and 
the number of pole pairs show that the nature of the 
phenomena is very similar. 

The designed and manufactured direct starting 
synchronous motors with high-power permanent magnets 
have been implemented in various types of drives and 
operating for several years without failure. 
 
 

Fig. 9. View of the ball mill drive  

Authors: Tomasz Zawilak, PhD; Jan Zawilak, Prof. of WUST, 
DSc, PhD. Wrocław University of Science and Technology, 
Department of Electrical Machines, Drives and Measurements 
Wybrzeże Wyspiańskiego 27,  50-370 Wrocław 
tomasz.zawilak@pwr.wroc.pl,   jan.zawilak@pwr.edu.pl 
 
 
 

  

0

20

40

60

80

100

120

140

160

0 
0,1

0,2

0,3

0,4

0,5

0,6

0,7

0,8

0,9

1 

0 0,2 0,4 0,6 0,8 1 1,2 1,4

Prąd [A]

wsp. mocy, sprawność [

-

]

Power on the shaft [MW]

current

efficiency
power ratio 



PRZEGLĄD ELEKTROTECHNICZNY, ISSN 0033-2097, R. 93 NR 11/2017                                                                                       97 

REFERENCES 
[1] de  A lme ida  A .T . ,  Fe r re i ra  F .J .T .E . ,  Qu in t i no  

Duar te  A . ,  Technical and Economical Considerations on 
Super High-Efficiency Three-Phase Motors, IEEE 
Transactions on Industry Applications, Vol. 50, no 2, (2014), 
pp. 1274-1285 

[2]  Hons inger  V .B ., Permanent Magnet Machines: 
Asynchronous Operation, IEEE Transactions on Apparatus 
and Systems Vol. 99, no 4, (1980), pp. 1503-1509 

[3] Zawi lak  T., Utilizing the deep bar effect in direct on line start 
of permanent magnet machines, Przegląd Elektrotechniczny, 
(2/2013), p. 177–179. 

[4] Zawi lak  J . ,  Zawi lak  T . ,  Energooszczędne silniki 
synchroniczne dużej mocy wzbudzane magnesami trwałymi. 
Przegląd Elektrotechniczny. (2015), Vol. 91, no. 10, p. 117-
120, 

[5] Zawi lak  T . ,  Silnik synchroniczny wzbudzany magnesami 
trwałymi w napędzie pompy dużej mocy. Maszyny 
Elektryczne. Zeszyty Problemowe. (2015), no. 106, p. 247-251 

[6] Zawi lak  J., Zawi lak  T., Energooszczędne silniki 
synchroniczne z magnesami trwałymi o rozruchu 

bezpośrednim. Górnictwo Odkrywkowe. (2014), Vol. 55, no. 1, 
p. 29-33 

[7] Zawi lak  J . ,  Zawi lak  T . ,  Silniki synchroniczne z 
magnesami trwałymi o dużej sprawności. Przegląd 
Elektrotechniczny. (2014), Vol. 90, no. 1, p. 224-226  

[8] Zawi lak  T . ,  Zawi lak  J . ,  Wirnik silnika synchronicznego z 
magnesami trwałymi: H02K 1/27. Patent, Poland, no. 218489. 
Patent application no.  
P 394666 of 26 April 2011, Wrocław University of Science and 
Technology, Wrocław, PL 

[9] Zawi lak  T . ,  Silnik synchroniczny wzbudzany magnesami 
trwałymi w napędzie pompy dużej mocy. Maszyny 
Elektryczne. Zeszyty Problemowe. (2015), no. 106, p. 247-
251, 

[10] Zawi lak  T . ,  Zawi lak  J . ,  Synchronous motors excited by 
permanent magnets in high power drives. Przegląd 
Elektrotechniczny. (2017), Vol. 93, no. 2, p. 173-176, 

[11] L ip ińsk i  Sz . ,  Zawi lak  J . ,  Three-dimensional thermal 
model of a line-start permanent magnet synchronous motor 
using computational fluid dynamics. Przegląd 
Elektrotechniczny. (2017), Vol. 93, no. 2, p. 177-18. 

 
 


